Abstract-Analysis of power sharing between parallel gridconnected inverters is a popular topic in the microgrid research area. In this paper, droop control with a secondary control loop is presented for an AC microgrid, to improve the accuracy of power sharing performance between parallel inverters. The secondary control loop calculates the reference active power and reactive power input to P-f/Q-V droop control. The proposed method can be used in microgrids which contain many micro sources and loads variations for both islanding and gridconnected operation modes. A simulation model for a microgrid with three generators is built to test the performance of the proposed control method using MATLAB/SIMULINK platform. Results of the new method are compared with the virtual impedance droop control method to illustrate the advantages of the proposed power-sharing method.
INTRODUCTION
Power inverters are the most important part in a gridconnected microgrid that integrate conventional distributed generation (DG) units, energy storage systems and renewable energy sources to form a smart grid configuration [1, 2] . These inverters are often connected in parallel. Therefore, achieving stable parallel operation and a reasonable load power sharing has become a serious problem [3] .
Many solutions to the power-sharing problem have been proposed in the literature, especially with the use of droop control techniques. Droop control makes use of the local measurements to provide a decentralized control which does not rely on any external communication links, this enables plug and play operation and also improves the reliability of the system [4] [5] [6] . In [7] , equal power sharing is achieved by adjusting the output impedance and the frequency during the load transients. In [8] , drooping the virtual flux has been used instead of the inverter output voltage to avoid the frequency and voltage deviations and to achieve equal power sharing. In addition, in order to improve load reactive power sharing in proportional to the capacities of the inverters more accurate, a small signal injection method has been used [9] . However, most of the control methods in literature cannot achieve the active power and reactive power at the same time; or they can only be working on the island mode, not working on gridconnected mode.
Communication line can also be used in conjunction with the droop control method to provide measurements that can be used instead of line impedances, eliminating the error in line impedance estimation. This improves system reliability and performance [10] [11] [12] . In this case, the overall control scheme of a distributed generation system can be divided into four levels; inner control loop, local control loop, secondary control loop and global control loop [13] . The relationship between them is shown in Fig.1 .
In this paper, droop control is employed in the local control loop while the reference active and reactive power to the droop control is provided by the secondary control loop. Compared to virtual impedance method, the proposed control method can achieve equal power sharing between inverters with the same capacity regardless of the line impedance value of every inverters. It can also achieve equal inverter loading when the rated power of the inverters is different. In addition, the proposed control method can achieve stable output voltage and frequency with loads and generators plug in or plug out.
II. DROOP CONTROL
Traditional droop control can be divided into P-f/Q-V droop control and P-V/Q-f droop control based on the impedance = + , where is the sum of output resistance and line resistance and is the sum of output reactance and line reactance. P-f/Q-V droop control is used, is much larger than , while in P-V/Q-f droop control, is much bigger than [14] . This paper is more concerned with low voltage grids where is much larger than and therefore, P-f/Q-V droop control will be used. P-f/Q-V droop control is based on the relationship between the active power and frequency of the grid-connected inverter and the relationship between its reactive power and voltage, similar to the droop characteristic of the synchronous generator. 
A. P-f/Q-V droop control.
With P-f/Q-V droop control, the following equations are used.
where: and are the angular frequency and output voltage amplitude respectively; and are the frequency and the rms value of the reference voltage respectively; and are the frequency droop coefficient and voltage droop coefficient; and are the actual output active and reactive power of the inverter respectively; and are the active power and reactive power outputs that DGs can supply. Fig. 2 shows how the traditional P-f/Q-V droop control is used to control a grid-connected inverter.
B. Virtual impedance droop control.
The conventional droop control cannot provide a balanced reactive power sharing among parallel-connected inverters under line impedance mismatch. Therefore, the imbalance in reactive power sharing is a serious problem in an AC microgrid. Also, the traditional P-f/Q-V droop control of the inverter assumes that the line resistance is much smaller than the line reactance and does not consider the different conditions of different inverter circuit reactance. The method of adding the virtual impedance in the control can improve the inductive component of the inverter output impedance, but the excessive virtual resistance will reduce the output voltage and reduce the power quality [15] .
As shown in Fig. 3 , the reference voltage from each inverter can then be modified, as follow:
where is the virtual output impedance.
The equivalent model and phasor diagram of the virtual impedance is shown in Fig. 4 . The virtual impedance is generally selected to compensate for line impedance variations. So, the virtual output impedance can be chosen by the summation approach, in which balanced reactive power sharing is achieved if the voltage drops from every inverter to AC bus:
In this equation, and are the virtual output impedance of two parallel connected inverters, moreover, and are line impedance of two parallel connected inverters.
In the summation approach, one virtual output impedance is set to zero, and another virtual output impedance is set to emulate the line impedance. Based on the equation and considering that one-line impedance is larger than another, that is > , which permits the selection of = 0 and the equation can be simplified as:
The value of the virtual impedance is decreased using the summation approach, which minimizes the degradation of voltage regulation. Reactive power sharing is improved if the change in output voltage is markedly higher than the voltage drops across the line than the reactive power. However, the virtual impedance droop control also has some disadvantages, such as it cannot achieve active and reactive sharing in both islanded mode and grid connected mode, this will be shown in the next simulation results part. 
C. Proposed Control Method
Proposed control method included two important parts, one is the droop control loop, and the other is a secondary control loop. The reference signals to the droop control are generated by the secondary control loop. In this paper, the secondary control loop collects output active power and reactive power data from every working inverter, calculates total active and reactive power output from all inverters, calculates the average loading factor considering inverters' power ratings, and then calculates the active and reactive power reference signals to the droop control to maintain equal inverter loading, as shown in Fig. 5 . When inverters have equal power ratings, inverters can output equal active power and reactive power, no matter the line impedance values of themselves.
III. SIMULATION RESULTS
The microgrid considered in this paper comprises three parallel inverters, two loads and is connected to the main grid. The three parallel inverters have totally different line impedance values to simulate the different distance from the micro source to PCC. One of the two loads is 2000W active power while the other is 2000W active with 600var inductive reactive power. For the grid, the phase to phase voltage is 380V and the frequency is 50Hz. The different parameters of the system are summarized in Table I . In the normal operation mode, all parallel inverters and the resistive load are always connected to PCC. Another inductive load is connected to PCC at 0.5s and disconnected at 1.5s. The grid is connected to PCC from 1s to 2s, then disconnected from the system, as shown in Table II. Three different case's simulation results are shown below, they are: virtual impedance droop control, the same inverter rated capacity with proposal method, and the different inverter rated capacity with proposal method.
A. Virtual impedance droop control.
Figs. 6-8 show simulation results when using the virtual impedance droop control method when the line impedances are kept constant at the actual island mode values. Since the virtual impedance control method is adopted, the output impedances of the three inverters are almost the same, so the waveforms generated by the three inverters are basically the same. When the grid is connected, the total line impedance will be incorrect and the active and reactive power of the inverters will significantly exceed the ratings. Load 2 connected to the system at 0.5s and disconnected at 1.5s.
1.0s to 2.0s
Utility grid connected to the system at 1.0s and disconnected at 2.0s. Figure 6 . The frequency of 3 inverters by using virtual impedance droop control. Figure 7 . The output active power of 3 inverters by using virtual impedance droop control. Figure 8 . The output reactive power of 3 inverters by using virtual impedance droop control. Fig. 6 shows that line frequency remains stable with a minor reduction when the grid is connected (at 1s). Fig. 7 shows the simulation results of active power. As shown, power sharing is achieved before and after grid connection. Before the grid connection, load power is equally shared between the three inverters. However, after the grid is connected to the system, all three inverters generate a large output active power that exceeds their ratings. This is due to the use of constant line impedance which becomes incorrect after the grid is connected. This shows how sensitive the inverter control to the accuracy of line impedance estimation. Similarly, reactive power sharing is achieved but significantly large reactive power is observed after grid connection, as shown in Fig.8 . Therefore, for the virtual impedance droop control, although the same power output can be maintained between the inverters, system performance is very sensitive to the accuracy of line impedance estimation. The use of inaccurate line impedance values will result in wrong calculation of the virtual impedances and may result in system instability and violation of inverter's healthy operation boundaries.
B. Equal inverter power rating of three parallel inverters
by using proposed control.
The proposed control method is examined with equal and unequal inverter ratings. The results shown in Figs. 9-12 are for the equal power rating case. Fig. 9 shows that the frequency of all the three inverters remains stable with 0.1Hz maximum deviation from 50Hz when the microgrid is switched between islanded and grid-connected operation or subjected to a step load variation. Fig.10 shows the output phase to ground voltages of the three inverters are well stable at 311V. For the currents of DG1, DG2 and DG3 shown in Fig. 11 , all have the same value with an increase between 0.5s to 1.5s, due to the connection of the second load (the inductive load). When the grid is connected, the load current is shared between the inverters and the grid resulting in a reduction in inverter currents. Fig.12 shows that the three parallel inverters, although they have different line impedance from each other, have equal output active power and reactive power, which track the load changes. 
C. Unequal inverter power rating of three parallel inverters by using proposed control.
The results shown below are for the unequal power rating case. In this case, it is assumed that the inverter capacity proportion is DG1: DG2: DG3=3:2:1.
As can be seen from these figures, with different power ratings of the inverter, the output frequency of the three inverters has not changed and remains in about 50Hz. The output voltage also did not change and was always stable at 311V. For the output current, shown in Fig.15 , is proportional to the rated capacity of the inverter; i.e. I : I : I = 3: 2: 1. Therefore, the output active power and reactive power of the three inverters are also kept at this ratio, whether there is a new load intervention or exit, or the switching of the operating mode (from island operation to grid-connected operation), can follow the capacity of the inverter to achieve stability (Fig.16) . Therefore, compared with the common virtual impedance droop control method, the control method proposed in this paper has a greater advantage, and the load power can be distributed according to the capacity of the inverter under different situations.
IV. CONCLUSIONS
In this paper, the problem of power sharing between parallel grid-connected inverter is solved by the proposed droop control with a secondary control method. Firstly, the traditional droop control method was discussed and their disadvantage in parallel grid connected inverter is highlighted. Then, a popular control method named virtual impedance droop control is analysed and its drawback compared to the proposed control method is discussed. A simulation model was built to analyse the performance of the proposed control method, and to compare with the simulation of the virtual impedance control method. The results show that the droop control with the secondary control loop has much better performance than virtual droop control method. 
